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NOTES: 
1. Vent pipe shall be made of polyethylene with a 0.25” wall thickness. 
2. Vent pipe shall have a sandstone finish for the 10” vent and granite finish for the 8” vent. Painted 

vents are not acceptable. 
3. The manufacture shall be Armorcast Products Co. The 10” vent has Part No. P6002710SND-KIT and 

the 8” vent has Part No. P6002708GRT-KIT. 
4. Install per UGS-233. 
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